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 MEMORANDUM 
 

Date:  October 5, 2020                     BKF Job Number: 20191093 

 

Deliver To:  Spieker Senior Development Partners 

 

From: Michael Steele, BKF Engineers  

  

Subject: Spieker Senior Continuing Care Community Sanitary Demand 

 

This memorandum has been prepared for the Spieker Senior Development Partners to document the 

anticipated sanitary sewer demand produced from the Spieker Senior Continuing Care Community located 

at 850 Seven Hills Ranch Road in Walnut Creek, California (See Appendix A). A comparison between the 

Central Contra Costa Sanitary District and Spieker Senior Development Partners design wastewater flows is 

detailed below. 

 

Existing Condition 

It is BKF’s understanding that the existing site consists of one (1) dwelling unit that does not connect into 

any public or private sanitary sewer main. The site in its existing condition does not contribute to the 

capacity of the surrounding infrastructure. 

 

Project Description 

The Spieker Senior Continuing Care Community project is a development of a self-contained continuing care 

retirement community (CCRC) offering continuing care contracts that provide housing, resident services, and 

long-term care. The project site contains approximately 30.4 total acres, situated in unincorporated Contra 

Costa County at the easterly end of Seven Hills Ranch Road. The parcel will ultimately be zoned as P-1 

(Planned Unit).  

 

The CCRC consists of fifty-five (55) cottage style Independent Living CCRC Units, 305 apartment style 

Independent Living CCRC Units, and a Health Care Center. The Health Care Center includes thirty-three (33) 

skilled nursing units, twenty-three (23) memory care units, and forty-four (44) assisted living units for a total 

of one hundred (100) Health Care Units. Support staff for the entire CCRC is expected to represent 

approximately 225 full-time equivalent employees. 

 

Proposed Condition 

The site includes a United States Army Corps of Engineers (USACE) jurisdictional wetland bisecting the site 

from east to west. The wetland and associated topography creates a natural break for any gravity driven 

system. Due to this natural break the proposed utility design connects the portion of the site north and east 

of the wetland to an existing eight (8) inch vitrified clay pipe (VCP) at a manhole in North San Carlos Drive. 

The portion of the site south and west of the wetland is proposed to connect to an eight (8) inch ductile iron 

pipe (DIP) at a manhole in Seven Hills Ranch Road (See Appendix B). 
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Dexter Wilson Engineering, Inc. conducted a proposed wastewater flow analysis for a similar CCRC project 

located in the City of San Juan Capistrano in January of 2014. The wastewater factors in that report were 

applied to this CCRC proposed development and the results are shown in Table 1 and 2 below. 

Proposed Wastewater Flow to N San Carlos Drive 8" VCP 

  

Unit of  
Measurement  

(Acres) 

Wastewater 
Factor  

(gpd/acre) 

Average Daily 
Wastewater 

(gpd) 

Peaking 
Factor2 

Design Peak 
Wastewater  
Flow (gpd) 

Apartments Style Units1 0.00 4,260 0 4 0 

Cottage Units1 10.39 1,730 17,977 4 71,909 

Health Care Center1 4.83 1,730 8,358 4 33,431 

Inflow (GWI)2 15.22 170 2,588 1 2,588 

Total 15.22 N/A 28,923 N/A 107,928 
1Source: Overview of Sewer Service for the Spieker CCRC Project, Dexter Wilson Engineering, Inc. (January 
2014) 
2Source: Central Contra Costa County Sanitary District Standard Specifications Part III, Section 8-04 

Table 1. Proposed Wastewater Flow to Connection in N. San Carlos Drive 

 

Proposed Wastewater Flow to Seven Hills Ranch Road 8" DIP 

  

Unit of  
Measurement  

(Acres) 

Wastewater 
Factor  

(gpd/acre) 

Average Daily 
Wastewater 

(gpd) 

Peaking 
Factor2 

Design Peak 
Wastewater  
Flow (gpd) 

Apartments Style Units1 5.55 4,260 23,625 4 94,500 

Cottage Units1 9.63 1,730 16,657 4 66,629 

Health Care Center1 0.00 1,730 0 4 0 

Inflow (GWI)2 15.17 170 2,580 1 2,580 

Total 15.17 N/A 42,862 13 163,709 
1 Source: Overview of Sewer Service for the Spieker CCRC Project, Dexter Wilson Engineering, Inc. (January 
2014) 
2Source: Central Contra Costa County Sanitary District Standard Specifications Part III, Section 8-04 B. 2c  

Table 2. Proposed Wastewater Flow to Connection in Seven Hills Ranch Road 

 

 

Central San also conducted a preliminary analysis of the wastewater flows associated with the proposed 

development according to the description above. The findings from their September 16, 2020 study are as 

follows: 

 

 55 SFR 55 units x 1 Residential Unit Equivalent (RUE)/unit = 55 RUE 

 305 MFR 305 units x 0.847 RUE/unit = 258.3 RUE 

 47,600 SF skilled nursing 47.6 KSF x 2.34 RUE/KSF = 111.4 RUE 

 37,400 SF assisted living 37.4 KSF x 0.987 RUE/KSF = 36.9 RUE 
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Using Central San’s Design Capacity standards (See Appendix C) the Residential Unit Equivalent (RUE) values 

above were converted into wastewater flow in gallons per day (gpd). The results for each connection point 

are shown below in Table 3 and 4. 

 

 

Proposed Wastewater Flow to N San Carlos Drive 8" VCP (Central San) 

  
Units 

(RUE or 
Acres) 

Wastewater 
Factor 

 (gpd/unit) 

Average Daily 
Wastewater 

(gpd) 
Peaking Factor 

Design Peak 
Wastewater  
Flow (gpd) 

Single Family Residential (SFR) 26 RUE 200 5,200 4 20,800 

Multi Family Residential (MFR) 0 RUE 200 0 4 0 

Nursing 111.4 RUE 200 22,280 4 89,120 

Assisted Living 36.9 RUE 200 7,380 4 29,520 

Inflow (GWI) 15.22 Acres 170 2,587 1 2,587 

Total N/A N/A N/A 37,447 N/A 142,027 

Table 3. Proposed Wastewater Flow to Connection in N. San Carlos Drive (Using CCSD Assumptions) 

 

Proposed Wastewater Flow to Seven Hills Ranch Road 8" DIP (Central San) 

  
Units 

(RUE or 
Acres) 

Wastewater 
Factor 

 (gpd/unit) 

Average Daily 
Wastewater 

(gpd) 
Peaking Factor 

Design Peak 
Wastewater  
Flow (gpd) 

Single Family Residential (SFR) 29 RUE 200 5,800 4 23,200 

Multi Family Residential (MFR) 258.3 RUE 200 51,660 4 206,640 

Nursing 0 RUE 200 0 4 0 

Assisted Living 0 RUE 200 0 4 0 

Inflow (GWI) 15.17 Acres 170 2,579 1 2,579 

Total N/A N/A N/A 60,039 N/A 232,419 

Table 4. Proposed Wastewater Flow to Connection in Seven Hills Ranch Road (Using CCCSD 

Assumptions) 
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Conclusion 

In Central San’s September 16th analysis of the Spiker Senior Continuing Care Community it was determined 

that the existing infrastructure was adequate for the proposed wastewater flows expected from this 

development (See Appendix D). The analysis provided in this memo details the design wastewater flow at 

each connection as less than that determined by Central San. Therefore, it is reasonable to assume that the 

potential impacts associated with the projects additional wastewater flow are not significant, and no 

mitigation is required in accordance with Central San’s analysis. A summary is provided in Table 5 below. 

 

 

Summary of Proposed Average Daily Wastewater Flows 

  

Central San  
Design 

Wastewater  
Flow (gpd) 

Spieker 
Design 

Wastewater  
Flow (gpd) 

Percentage 
of Central 
San Flow 

Total (N. San Carlos Drive) 37,447 28,923 77% 

Total (Seven Hills Ranch Road) 60,039 42,862 71% 

Table 5. Summary of Proposed Average Daily Wastewater Flows 

 

 

Appendices 

 Appendix A – Site Vicinity Map 

 Appendix B – Preliminary Utility Plan  

 Appendix C – Central Contra Costa Sanitary District Definitions, Tables, & Figures 

 Appendix D – Central Contra Costa Sanitary District Wastewater Flow Correspondence 

 Appendix E – Central Contra Costa Sanitary District Service Maps 

  



 

 

5 

 

 

 

 

 

 

 

 

 

 

 

 

APPENDIX A 
Site Vicinity Map 
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APPENDIX B 
Preliminary Utility Plan 
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APPENDIX C 
Central Contra Costa Sanitary District 

Definitions, Tables, & Figures 
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APPENDIX D 
Central Contra Costa Sanitary District 

Wastewater Flow Correspondence 
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APPENDIX E 
Central Contra Costa Sanitary District  

Service Maps 
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